This paper analyses the synchronization problem of a generator onto power system without satisfying synchronization condition. The main focus of the paper is on the impact of the dc component of the current in the high voltage circuit breaker during its close-open operating cycle. Using real time measurements of currents/voltages and angles during the close-opening cycle of high voltage generator circuit breaker and the impact of the dc component of current in context of interrupting large magnitude of current from the circuit breaker. In addition, the paper describes a study case model and the results of simulations performed using the software EMTP-ATP of an actual incident that occurred during the inadvertent synchronization of a large 339 MW, 24 kV generator to the grid.
Introduction
The synchronising of large generators into power systems results in electrical and mechanical transient processes such as voltage, rotor angle, frequency and torque. These electromechanical transient processes, cause an extreme oscillation between generator and-power systems, during an out-of-step condition which impose very high electromechanical stress on the generator.
According to the operations experience, the tolerances of those parameters between generator and power system have to be strictly satisfied in order that the process of synchronization can be carried out without excessively high stress.
During synchronization of the generator, it can happen that the generator could be connected to the network without meeting all of the synchronization conditions. This can happen for several reasons such a fault in the control systems, errors in synchronizing apparatus, defects of control cables, and human error. This paper describes the response of electromechanical quantities during synchronization of generator to the power system (asynchronous mode). The main focus of the paper is on the impact of the dc component of the current in the high voltage circuit breaker during its close-open operating cycle. The analyses of problem is based on real time measurements of quantities currents/voltages and angles during the close-opening cycle of high voltage generator circuit breaker and the impact of the dc component of current in context of interrupting large magnitude of current from circuit breaker. In addition, the paper describes a study case model and the results of simulations performed using the software EMTP-ATP of an actual incident that occurred during the inadvertent synchronization of a large 339 MW, 24 kV generator to the grid in which the synchronizing conditions were not met.
The time elapsed from asynchronous connection mode until the opening of the circuit breaker, is 150 ms. Prior to connection with the power system, the generator was operating under no-load conditions and waiting to meet the synchronisation condition. As a consequence, due to this asynchronous connection and the wide voltage angles between the generator and the power system, extremely high transient currents comparable to fault currents occurred. Under those circumstances, the protection relays in the generator and in the connecting circuit detect high magnitude transient currents and send a tripping signal to the high voltage circuit breaker.
Figure 1 a simplified scheme of generator connected to strong network is shown.
When the high voltage circuit breaker is closed the resulting electromagnetic torque will attempt to pull the rotor into synchronization with the power system, either slowing down or accelerating the rotor until the generator reaches its final equilibrium position which is defined by the steady-state rotor angle δs = 0 and the rotor speed ω = ω s .
It is assumed that just before the breaker is closed the generator is rotating at a speed ω close to synchronous speed ω s , and that the excitation is such as to produce an open-circuit terminal voltage E f close to the system voltage. E' = E f and angle of  = '.
Therefore, the generator may lose synchronism with the rest of the system, when it makes asynchronous rotations at a slip frequency, which is a few hertz above/below synchronous speed. If the frequency increases, than the Primary regulator of Turbine acts too in order to stabilize in the new point of static characteristic of generator and vice versa [1] .
Asynchronous Connection of Generator to Power System and Impedance Loci during Power Swings
Out-of-step tripping may be installed either as part of the generator protection system or as part of the transmission network protection. When installed in the generator protection system they isolate the generator in the event of asynchronous operation. Out-of-step tripping relays can also be used inside the transmission network in order to split the system at predetermined points should asynchronous power swings occur [2] . Out-of-step blocking relays are installed in the transmission network in order to block the operation of distance protection relays during occurrence of power swings. Because of impact on overall power system operation there are cases when this function is blocked or a delay applied to the tripping signal.
However, in practice, some relays are set to detect power swings in the grid. A Power swing is detected by the relay as a change in the apparent measured impedance. The effect of power swings on the impedance locus can be analyzed using the simple equivalent circuit shown in Figure 2 in which two equivalent synchronous generators are linked via impedances Z a and Z b . Voltage and current is measured by the relays and the apparent impedance is calculated from the voltage-current ratio.
E' a , E' b are the magnitudes of the equivalent transient emf-s, Z' a , Z' b are the equivalent transient internal impedances of transmission network and the generators [3] . If the magnitude of emfs is assumed to be constant, then the apparent impedance measured by the relay is:
where
and ' is Transient power angle of power system. The Equation (2) determines the locus on the complex plane of all points of apparent impedance measured by relays. The power swing is detected by monitoring of the speed at which the impedance locus approaches the outermost characteristic of the distance relay, usually the fault detection zone.
High Current Interruption with AC Generator High Voltage Circuit Breaker
Short-circuit current interruption in an AC circuit by an Power System Generator
Step up Transformer MV CB HV CB Figure 1 . Simplified scheme of generator connected to strong network. EPE high voltage circuit breaker, is described in the international standard for circuit breakers IEC 62271-100. The circuit breakers that connect generators to the high voltage network in some circumstances are subject to more extreme stresses during faults than are, for example, line circuit breakers. They require to have certain features that distinguish them from other classes of circuit breaker for other duty. As a consequence, the specification of a generator circuit breaker is essentially defined by the system source fault conditions. A significantly high level of dc component that cause high asymmetrical fault current is typically present in the generator than is found in network lines, which can cause problems/challenges in current interruption difficulties to interrupt the current. The IEC 62271-100 [4] and IEEE C37.013-1997 [5] standard describe the particular conditions of current asymmetry that can occur during short circuit and out-ofphase conditions. In this paper, the behavior of a generator during asynchronous connection of the generator to the power system is analyzed, with particular reference to the dc component of the current to be interrupted. The analysis also examines the possibility to apply a time delay to the protection relay trip signal, allowing time for the dc component of current to decrease in order to successfully interrupt the fault current. According to the standards the interruption of current by a high speed circuit breaker should be completed in not more than 40 ms (time of circuits is 20 ms and 15 ± 5 ms for the extinction of the arc [6, 7] . If the current is not successfully interrupted after the circuit breaker contacts are opened, for the dedicated time, then the circuit breaker may suffer serious damage or explosion. In our case, due to this accident, the protective relays attempted to open the generator circuit breaker after asynchronous connection. However, in this case the high level dc component in phase L1 led to a situation where the current did not pass through zero for a relatively long time. As a result, the circuit breaker in one chamber, were damaged.
The following is analyzed the presence of dc component of current including equation of that current. The dc component decreases exponentially depending on a time constant. From the Equations (3) and (4) of dc component is found the critical time that is considered enough to decrease the dc component, in order to successfully open the circuit breaker.
Analysis of Actual Incident, including the Sequence of Events during the Asynchronous Connection of Large Generator in 400 kV Network
Figure 3 is shown single line diagram of connection of large generator rated power 339 MW to power system. Based on the real time measurements it is deduced that the closing order to connect the generator to the network is done in instance of wider angle on approximately 114˚. As a result, the swing of current and oscillating of active and reactive power between the generator and power system occurred.
The diagram below, Figure 4 shows the phasor diagram of generator and power system voltages, a few milliseconds before circuit breaker closing. The phasors UL1, UL2, UL3 represent generator voltages and the voltage phasor Usyn 2 represents the reference voltage of network, which is used for synchronization of the generator. From the phasor diagram in Figure 4 it is clear that the angle between the phasor voltages of the network and the generator is close to 114˚. The magnitude of the slip frequency at the time of synchronizing is unknown. Fifty milliseconds later, when the circuit breaker is closed, the phasors of generator and power system align as shown in Figure 5 .
Figures 6 and 7 illustrate the generator currents, in phases L1, L2 and L3, at the post-synch swing condition. As the generator is connected to a strong system, the initial stator currents will be up to seven times the rated current of the generator step up transformer. The resulting current, after inadvertent connection of the generator into the network, has an ac component and a dc component. The magnitude of the dc component is different in each phase with phase L1 having the highest value. The value of this dc component depends on the instant when the fault occurs and the relative displacement of the generator and network phasors at synchronization. The transformer unit protection and the line protection, in response to those currents, have triggered and tripped the circuit breaker. Thus for the time 100 ms the dccomponent of phase L1 has a very high value. As a consequence, the ac component is fully offset and has nonzero crossing during this time which the necessary condition for the arc to be extinguished. According to the IEC standard, the high voltage circuit breaker is designed to extinguish the arc within a time of 15 ± 5 ms, but the current should pass the zero after 1 cycle at frequency 50 Hz. As seen in the oscillogram (Figures 6-8) , the current in phase L1 did not cross zero for 100 ms. The prolonged electrical arc caused damage to one chamber of the SF6 circuit breaker Live Tank type. The voltage across the open contacts is high enough to cause more arc flash overing between the generator's circuit breaker contacts. Also the post-arc recovery voltage is higher than the circuit breaker rated withstand voltage consequently the arc reignites with 400 to 600 msec. evidence. In the Figure 7 is highlighted the time of phase L1, during which asymmetric currents did not pass into zero. Also is indicative that the peak value of power after closing of circuit breaker because of oscillation of generator with power system is 940 MW. The oscillation of active and reactive power of generator is shown in Figure 9 .
As a result of synchronization the rotor's initial increasing lagging angle slowed down, stopped (i.e f gen = f sys ), reversed direction (i.e., f gen > f sys and P electric-motoring > P mechanical-speed,no-load ) and then begin to increase in the leading direction, shrinking the displacement between the unit and the system reference vectors. The synchronous equilibrium point is defined as the state in which the unit rotor angle matches the system angle and no power exchange take place (i.e, P = 0, except for the power needed to overcome generator losses)
The dc component of the current decreases exponentially with a time constant which in this case is approximately 72 ms. When asymme rical current is not passing t through zero, the successful extinguish of electrical is difficult. The electric arc is extinguished at a zero current. This helps the ac circuit breaker to interrupt the current between contacts. The magnitude and duration of the dc component is a very important and should take into consideration during the specification of high voltage generator breakers. In Table 1 , the values of dc and ac of current components during the initial 150 ms are listed.
The dc component (%) is calculated based on IEC 62271-100 [2] respectively Figure 10 and using Equation (3). 
From the instant when the circuit breaker contacts close, the dc component increases to a maximum of I dcmax = 3.11 kA within 30 ms. After 110 ms, the value of dc component has decreased to 47.2% of the ac component, and as a consequence, the ac current crosses zero for the first time. The Figure 11 shows the respective changes dc and ac component of current and the total current that passes through circuit breaker. every 400 to 600 msec. Due to the flashover in one pole of the circuit breaker, the current waveform as shown in Figure 7 is appeared. Such a current waveform causes difficulties for the relay protection to trip the breaker. The relay protection is set up for permanent faults. The relay cannot detect this fault condition, because the flashover current decreases faster than the time the relay needs to complete its trip operation [8] .
The dc component of current based in
The best way to isolate such faults is using a breaker failure protection scheme [9] , but this is usually set up as: the flashover should be detected by a generator protection relay, which would initiate the breaker failure function. The Breaker failure current detector must be set with sufficient sensitivity to detect the flashover condition. The circuit breaker tripping time when initiated by breaker failure protection is typically 150 -200 ms [10] .
Study Case Simulation Using ATP Software
The test of behavior of generator that is connected to power system without satisfied synchronization condition is done with ATP software. 
Conclusions
Based on the measurements of an actual incidents, and analysis using ATP software, the following is concluded:  High voltage circuit breakers used at generators, have some special requirements compared to those at other locations. Specifically they must be able to interrupt fault currents which do not have any zero crossing for several cycles.  In the particular incident reported, the presence of a large dc component of current prevented the current from crossing zero for several tens msec, resulting in serious damage to one pole of circuit breaker.  Fast tripping relay protection at generator circuit breakers is not advised in all practical circumstances.  In the incident reported here, delaying the relay trip order to the high voltage circuit breaker for 70 ms would have been beneficial, allowing the dc component of current to decay sufficiently to give a zero Power System 550 kV, max.40kA
Step up Transformer 3x200MVA Copyright © 2013 SciRes. EPE crossing for current interruption without causing without damageto the circuit breaker.  This means that a delay of 70 ms has also to be applied in Busbar protection schemes, implying that all busbar faults will be cleared with added delay.  The consequences of adding this time delay should be thoroughly analysed in the context of its effect on the rest of the power system, including transient stability.
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